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MADI MUNICIPALITY

OFFICE OF MUNICIPAL EXECUTIVE
BASANTAPUR ,MADI
Technical Specification of 15 KvA Generator

S.no Criteria Required Specification Offered Specification

1 Alternator Voltage Range : 380-415 V
Frequency Range : 50-60 Hz
Phase : Single i
Exciter Type : Brushless

2 Generator Generator Output : Not Less than 15 KVA
No of Cylinders: minimum 2
Power factor : 0.8 to 0.99
Rated RPM shall be Approx 1500 RPM
Governor Type : Mechanical /Electrical

3 Electric System  [Charging Alternator voltage
Standard size cable along with changeover
shall be provided for the connection of Diesel
Generator with Utility Line.

4 Fuel System Recommended fuel ; Diesel
Fuel tank Capacity : Minimum 50 Ltrs.

5 Lubricating System |Lube Oil sump capacity more than 4 Ltrs.
Cooling Capcity : NA

6 Canopy Dry weight of genset with canopy shall not be less
than 800 kg
Noise Level shall be less than 75 dBA

7 Related Services Technical assistance for installation and operation
of Diesel Generator will be in scope of seller after
delivery

8 Instruction All Signs and instructions in the equipment shall be
in English .

9 Manuals
One copy of the Operator's and Owner's Instruction
and maintenance manualin english shall be supplied
with each equipment

10 Tools A set of tools required for general maintenance
shall be be supplied with each unit

11 warranty facilities Manufacturer shall provide a minimum one (1) year
warranty after delivery

12 delivery

The Generator Shallbe delivered to Madi Municipality
,Madi chitwan .
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MADI MUNICIPALITY

OFFICE OF MUNICIPLE EXECUTIVE
BASANTAPUR ,MADI
Schedule of Requirement

'Fruject : Supply and Delivery of 15 KvA single phase Diesel Generator As Per Specifications

Procurement ltem Details

S.No item Description JUnit Of Measurement Quantity
1 Supply ,Delivery and Installation of 15 KvA Single phase Diesel NOS 1
Generator having 380-415 Voltage . 50-60 1z Frequency .Lagging
Power Factor 0.8-0.99 appropriate acoustic enclosure .changeover
switch _standard cable as per specification. .
Prepared By: Checked By? o 4
Baliram Bot Er. Ajaya Kumar Mahato gat Prasad Bhusal

Mechanical Sub-Engineer Mechanical Engineer Chigf Administrative Officer



